Abstract: There are several methods to obtain the in situ thermal transmittance value (U-value) of building envelopes from on-site data, including the three approaches of the progressive average method, average method considering the thermal storage effect, and dynamic method for deriving the U-value from heat flowmeter (HFM) measurements and the four methods with different formulas to analyze infrared thermography (IRT) measurement data. Since each of these methods considers different parameters and the non-steady characteristics of the heat transfer in building walls in their own way, discrepancies may occur among the obtained results. This study evaluates and compares the in situ U-values by using various methods of analyzing HFM and IRT measurement data. Further, by investigating buildings with similar materials and identical stratigraphies, but with different construction years, we analyze the discrepancy between the designed and measured values caused by material deterioration and evaluate the errors according to the analysis method. The percentage deviation between the U-values obtained by the three methods from the HFM data is found to be satisfactory, being within 10%. When compared with the results of the progressive average method, the deviations for the four different IRT-measurement-based methods vary greatly, being in the range of 6-43%.
Introduction
Building energy consumption is currently increasing worldwide due to population increase and improvements in the quality of life. As a contributor to increasing energy consumption and the production of greenhouse gas emissions, the building sector is partly responsible for environmental pollution. Therefore, many countries have enacted regulations and laws aimed at increasing the energy performance of buildings. For example, some recent European directives encourage policy actions to reduce the energy requirement for heating and cooling by 20% by 2020 and 80% by 2050 compared to the energy requirement in 1990 [1] . In this regard, it is very important to estimate the actual energy performance of the building envelope.
The thermal transmittance value (U-value) of building walls is one of the key parameters utilized for the assessment of the energy sustainability of the entire building structure [2] . Therefore, construction and refurbishment of buildings is generally permitted based on the U-value established according to the minimum energy performance requirement and the local climate. However, the actual U-value experimentally measured for buildings may differ significantly from the one estimated through theoretical calculation during the design phase. In both existing and new buildings, an inaccurate estimate of the U-value can provide misleading information on the building energy performance, which not only prevents the owner from establishing a reasonable energy consumption plan, but can also lead to economic losses via missing the renovation period and choosing inappropriate retrofitting activities. Therefore, it is important to investigate the in situ U-value of the building envelope through measurements.
Currently, the common measurement methods utilized to evaluate the in situ U-value of the building walls are the heat flowmeter (HFM) and infrared thermography (IRT) methods. The HFM method, regulated by ISO 9869-1 [3] , is able to calculate the instantaneous and averaged U-value by measuring the heat flow through the wall and the temperature difference between indoors and outdoors. However, this method only affords a point measurement value, which can fail to detect imperfections, and thus, the estimated value may not accurately represent non-homogenous building elements [4] . Furthermore, in order to obtain reliable values, a minimum measurement interval of 72 h and minimum gradient of 10 • C between the indoor and outdoor temperatures are required. In the literature, some authors [5] [6] [7] [8] [9] [10] have demonstrated that the experimental U-values obtained by the HFM method are often very different from the calculated ones due to thermal bridges, weather, ageing of the materials, and the types of sensors used and their partial adhesion to the wall. For example, Adhikari et al. [5] observed that the difference between the calculated and measured U-values varies considerably from 2% to 58%, depending on the materials of historical building walls. Asdrubali et al. [6] found that the measured and calculated U-values are not in perfect agreement and that the in situ U-value was up to 43% higher than the theoretical one. Cesaratto et al. [7] determined that the measurement location exerted strong influence on the evaluation accuracy of the U-value, and the maximum error varied up to 46% relative to the theoretical U-values.
The IRT method affords the spatially resolved temperature distribution of a wall surface based on the measurement of the distribution of the radiant thermal energy emitted from a target [11] . Therefore, this method has been widely applied in building diagnostics for qualitative evaluation to detect heat losses, air leakages, thermal bridges, sources of moisture, missing materials, and defects in insulation materials [12] [13] [14] [15] [16] . Furthermore, several researchers have recently studied the quantitative IRT method as an alternative approach to the in situ U-value measurement of the building envelope because it is both rapid and non-invasive [4, [17] [18] [19] [20] [21] [22] .
As an example, Albatici and Tonelli [17] proposed the IRT method in order to acquire quantitative data of the actual U-values of the building envelope under a quasi-steady state condition and reported that the average U-value of the external wall as measured with the IRT method is 31% higher than the one measured with the HFM method. Further, they recommended the environmental conditions for a reliable measurement: avoidance of direct solar radiation, wind velocity below 1 m/s, a difference of at least [10] [11] [12] [13] [14] [15] • C between the internal and external temperatures, with the room temperature at a uniform level of 20 • C at least 48 h before measurement. Albatici et al. [18] carried out long-term monitoring for the validation of the quantitative IRT method in an experimental building composed of five different wall constructions based on the procedure for a previously proposed IRT method [17] . They reported discrepancies of 9-40% between the IRT and HFM results and that the IRT method yields results with a good repeatability index for heavy walls compared with those for light walls and super-insulated walls. Fokaides and Kalogirou [19] reported that U-values measured by the IRT method are satisfactorily accurate in the range of 10% to 20% when compared with the theoretical values following the ISO 6946 standards [23] and in the range of 10% when compared with the HFM result. Through their sensitivity analysis, they also demonstrated that the ambient reflected temperature and thermal emissivity are the key parameters affecting the accuracy of IRT measurements. Dall'O' et al. [20] reported that the percentage absolute deviation between the theoretical and measured U-values is acceptable, being within 40-45% for solid-mass buildings; however, this deviation was high (more than 50%) for well-insulated walls. Nardi et al. [21, 22] studied the quantitative IRT method for measuring the in situ U-values of the building envelope. For a well-insulated wall, they reported that the percentage deviations of the in situ U-value measured by the IRT method with respect to calculations and the HFM method ranged from 16% to 28% and from 2% to 37%, respectively [21] . They also reported three case studies [22] , and the differences between the IRT and HFM results ranged between 1% and 47% for the three cases. Danielski and Fröling [4] reported a discrepancy of 4% for small wall areas and 11% for large wall areas between the U-values of a massive wooden wall measured by both the IRT and HFM methods.
As described above, the HFM and IRT measurement methods are widely used to investigate the in situ U-value of building walls in operation. However, there are many ways to obtain the U-value from the on-site measurement data: three analysis methods including the progressive average method, average method considering the thermal storage effect, and dynamic method are available for deriving the U-value through HFM measurements, and four different procedures have been proposed for determining the U-value through IRT measurements. Although several such analysis methods have been reported thus far, many existing studies have used certain specific methods to obtain the U-values of buildings analyzed in their case studies. In assessing the U-value, these methods apply different parameters or analyze the non-steady characteristic of the heat transfer in building walls in their own ways, thus resulting in a discrepancy among the obtained results. Therefore, this study synthetically evaluates and compares the in situ U-value via the application of various analysis methods to HFM and IRM measurement data. Identifying the difference in the measurement results through various analysis methods can improve the reliability of the U-value evaluation, provide accurate information regarding the building wall, and help to increase the economic benefits gained by the building owner by enabling the choice of appropriate renovation period and retrofitting activities.
On the other hand, material deterioration decreases the building thermal performance, thereby yielding a discrepancy between the designed and measured U-values. Therefore, from on-site measurements on the exterior walls of six apartment houses with similar materials and identical stratigraphies but of different construction years, we also analyze the discrepancies in the results of in situ U-values according to various assessment methods. In addition, the methods for evaluating in situ U-value have not thus far been fully explored and related studies are still ongoing. Thus, the residential building typology with high insulation investigated in this study can aid in widening knowledge of the limits and strengths of the methods and broaden the areas of their practical application.
Evaluation Methods of U-Value

Calculation Method
The U-value can be calculated with the theoretical approach regulated by ISO 6946 [23] based on an electrical analogy and steady-state conditions. Once the opaque wall's stratigraphy and material properties are known, the U-value can be determined by the following equations:
here, U DESIGN represents the thermal transmittance value evaluated by the calculation method (W/m 2 ·K); d i the thickness of the i-th layer (m); λ i its thermal conductivity (W/m·K); R tot the total wall thermal resistance (m 2 ·K/W); and R si and R se the interior and exterior surface resistances (m 2 ·K/W), respectively. However, it is impossible to apply the calculation method when the thickness and conductivity of each wall layer are not known. In addition, the calculation method does not accurately represent the in situ U-value when considering a variety of factors such as incorrect estimations of material properties, differences between the ideal laboratory and actual environments, and workmanship [6] . 
Heat Flowmeter Method
Evaluations of the in situ U-value can be performed in accordance with ISO 9869-1 [3] . The HFM method determines the in situ U-value by measuring the heat flux through an element with a heat flowmeter, with the temperatures on both sides of the element under steady-state conditions. Since steady-state conditions are never encountered at a site, long-term measurements, corrections for the thermal storage effect, or the application of a dynamic analysis model have to be performed to compensate for these conditions. Therefore, three approaches, the progressive average method, average method including the storage effect, and dynamic analysis method, may be used for analysis of the HFM data.
The progressive average method assumes that the U-value can be obtained by dividing the mean density of the heat flow rate by the mean temperature difference, with the average being taken over a sufficiently long period of time that allows a good estimation of equivalent steady-state behavior [19, 24] . An estimate of the U-value can be obtained as:
here, U PAM represents the thermal transmittance value evaluated by the progressive average method (W/m 2 ·K); n the number of measurement data; q i,j the density of heat flow rate (W/m 2 ); and T i,j and T e,j the interior and exterior ambient temperatures (K), respectively. Meanwhile, a more accurate acquisition of the in situ U-value is influenced not only by the thermal behavior of the wall under non-steady-state conditions, but also by the error of the measuring equipment. This is why we analyze the in situ U-value reflecting the uncertainty due to the measurement error of the temperature and heat flow in this study. For the evaluation of the in situ U-value, the overall uncertainty is calculated as the root mean square value of the deviations of each error case from the base case as determined from Equation (3) and the standard deviation of the U-value determined by using the moving average method as follows [25] :
here, δU ERROR,all represents the overall uncertainty in the thermal transmittance evaluation; U ERROR,Q , U ERROR,T i , and U ERROR,T e the thermal transmittances calculated by applying the sensor errors due to heat flow rate, interior, and exterior temperature measurements, respectively; and S U MAM the standard deviation of the thermal transmittance determined by using the moving average method. In Equation (4), it is necessary to determine the U-value including the error of each measuring device. To illustrate an example, the U-value considering the sensor error of the interior temperature measurement is calculated as follows [25] :
where δT i,j denotes the interior temperature sensor error (K). Since steady-state conditions do not occur in practice and most building structures have high resistance and high thermal mass, variations in interior or exterior temperatures lead to large fluctuations in the heat flow through the building wall. Therefore, the average method including the thermal storage effect corrects the measured heat flux and determines the corrected U-value as follows [3] :
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where U AMSE denotes the corrected thermal transmittance taking into account the storage effect (W/m 2 ·K); F i and F e the interior and exterior thermal mass factors, respectively; ∆t the interval between readings (s); δT i the difference between the interior average temperature over 24 h prior to reading j and interior average temperature over the first 24 h of the analysis period (K); and δT e the difference between the exterior average temperature over 24 h prior to reading j and exterior average temperature averaged over the first 24 h of the analysis period (K); N the number of layers that make up the wall; C k the thermal capacity of each layer (J/m 2 ·K); R tot the total thermal resistance of the wall (m 2 ·K/W); R k the thermal resistance of each layer (m 2 ·K/W); R ik the sum of thermal resistances from the indoor environment to the k − 1th layer (m 2 ·K/W); and R ek the sum of thermal resistances from the k + 1th layer to the outdoor environment (m 2 ·K/W).
As described above, a more accurate U-value can be obtained by increasing the measurement period in the progressive average method and by applying the corrected heat flux in the average method including the thermal storage effect. On the other hand, the dynamic analysis method obtains the steady-state properties of a building element by use of the heat equation based on measurements when large variations occur in the temperatures and heat flow rates, and the thermal transmittance is subsequently determined [3] . Since the dynamic method is a sophisticated method, it is usually implemented in dynamic simulation programs.
In this study, the dynamic method for evaluating measured data is implemented in the LORD [26] package (version 3.2, Olaf Gutschker, BTU Cottbus/Angewandte Physik, Germany), which is a software for the dynamic modeling and calculation of thermal systems involving simple components such as walls, windows, whole rooms, or more complicated systems. In the LORD software package, the values of the individual elements for thermal networks, such as conductances and capacitances, can be estimated using the measured temperatures and heat fluxes. Thus, when all parameters of the thermal system are identified, the thermal transmittance of the system can be calculated.
The accuracy of the U-value prediction using the software depends on the choice of the appropriate thermal network model based on the user's experience and knowledge [27] . Therefore, after reviewing several models with different numbers of nodes, the model with three nodes inside the wall was selected, as shown in Figure 1 . Moreover, three nodes inside the wall are usually sufficient to model an opaque exterior wall in most cases [27] . Figure 1 shows the typical thermal network for a simple wall with four nodes that is considered in the present study. where denotes the corrected thermal transmittance taking into account the storage effect (W/m 2 ·K); and the interior and exterior thermal mass factors, respectively; Δ the interval between readings (s); the difference between the interior average temperature over 24 h prior to reading j and interior average temperature over the first 24 h of the analysis period (K); and the difference between the exterior average temperature over 24 h prior to reading j and exterior average temperature averaged over the first 24 h of the analysis period (K); N the number of layers that make up the wall; the thermal capacity of each layer (J/m 2 ·K); the total thermal resistance of the wall (m 2 ·K/W); the thermal resistance of each layer (m 2 ·K/W); the sum of thermal resistances from the indoor environment to the k − 1th layer (m 2 ·K/W); and the sum of thermal resistances from the k + 1th layer to the outdoor environment (m 2 ·K/W).
As described above, a more accurate -value can be obtained by increasing the measurement period in the progressive average method and by applying the corrected heat flux in the average method including the thermal storage effect. On the other hand, the dynamic analysis method obtains the steady-state properties of a building element by use of the heat equation based on measurements when large variations occur in the temperatures and heat flow rates, and the thermal transmittance is subsequently determined [3] . Since the dynamic method is a sophisticated method, it is usually implemented in dynamic simulation programs.
The accuracy of the -value prediction using the software depends on the choice of the appropriate thermal network model based on the user's experience and knowledge [27] . Therefore, after reviewing several models with different numbers of nodes, the model with three nodes inside the wall was selected, as shown in Figure 1 . Moreover, three nodes inside the wall are usually sufficient to model an opaque exterior wall in most cases [27] . Figure 1 shows the typical thermal network for a simple wall with four nodes that is considered in the present study. This network model utilizes three conductances (H1-2, H2-3, and H3-4), two capacitances (C2 and C3), and two boundary temperatures (Te and Ti). The measured values include the ambient temperatures on both sides of the wall and the heat flux on the interior side. The heat flux on the interior surface is used for the definition of the objective function, which means that this heat flux must also be calculated and subsequently compared with the measured value [28] . The objective function that is described as the sum of the squares of the deviations between calculated and measured heat fluxes is minimized by the variation in parameters H1-2, H2-3, H3-4, C2, and C3 [28] . As a result of the parameter identification, the values of the three conductances and two capacitances are known, and the wall thermal transmittance can subsequently be calculated. This network model utilizes three conductances (H 1-2 , H 2-3 , and H 3-4 ), two capacitances (C 2 and C 3 ), and two boundary temperatures (T e and T i ). The measured values include the ambient temperatures on both sides of the wall and the heat flux on the interior side. The heat flux on the interior surface is used for the definition of the objective function, which means that this heat flux must also be calculated and subsequently compared with the measured value [28] . The objective function that is described as the sum of the squares of the deviations between calculated and measured heat fluxes is minimized by the variation in parameters H 1-2 , H 2-3 , H 3-4 , C 2 , and C 3 [28] . As a result of the parameter identification, the values of the three conductances and two capacitances are known, and the wall thermal transmittance U DYN AMIC can subsequently be calculated. 
Infrared Thermography Method
The quantitative IRT method has been preferred over the HFM method for the calculation of on-site U-values because of its short measurement duration and ability to measure a wide area as opposed to the HFM method, which is time consuming and is more suitable for walls consisting of homogeneous material layers aligned perpendicular to the heat flow.
The first study for the evaluation of the U-value using the quantitative IRT method was performed by Madding [29] , who suggested using the thermal resistance between the ambient air temperature and the surface temperature of the walls for calculating the heat transfer. Thus, the U-value is obtained as:
where ε represents the thermal emissivity across the entire spectrum (-); σ the Stefan-Boltzmann constant (5.67 × 10 −8 W/m 2 ·K 4 ); T se the exterior wall surface temperature (K); T re f the reflected temperature (K); T m the mean temperature of the exterior wall surface temperature and the reflected temperature (K); and h c the convective coefficient (W/m 2 ·K). The numerator in the equation represents the sum of the radiative and convective contributions whereas the denominator represents the difference between the interior and exterior air temperatures. Fokaides and Kalogirou [19] proposed using the third power of the surface temperature T se instead of the mean temperature T m to calculate the U-value:
here, a linearization of the Stefan-Boltzmann law is used to obtain the radiative heat transfer between the building surface and the surrounding. Fokaides and Kalogirou also performed a sensitivity analysis of the reflected temperature and reported that a deviation of 1 • C in the measurement of the reflected temperature could cause errors of up to 10% in the calculation of the surface temperature and up tõ 100% in the calculation of the thermal transmittance. Dall'O' et al. [20] proposed the calculation of the U-value under the assumption that the heat flux between the environments separated by a wall can be expressed as the ratio of the heat flux calculated as a function of the exterior convective coefficient and the difference between the exterior surface and exterior air temperatures. The ratio of this heat flux to the difference between the interior and exterior air temperatures yields the U-value:
Dall'O' et al. found that the convective coefficient obtained from the Jurges equation [17, 30] and the exterior heat transfer coefficient obtained from the American Society for Testing and Materials (ASTM) C 680 standard [31] based on the wind speed are similar for wind speeds of <2 m/s. Therefore, in the interest of simplicity, the study used the Jurges equation for calculating the exterior heat transfer coefficient.
Recently, Albatici et al. [18] proposed the calculation of the U-value as the ratio of the sum of the radiative contribution using the Stefan-Boltzmann Law for a grey body and the convective contribution using the Jurges equation for a wind speed of <5 m/s to the difference between the interior and exterior temperatures:
here, ε v denotes the wall emissivity in the wavelength range of the infrared camera and v is the wind speed (m/s).
Energies 2017, 10, 1019
Finally, Nardi et al. [32] compared the four different IRT methods proposed in the literature [18] [19] [20] 29] by using a Guarded Hot Box (Butler Manufacturing, Kansas City, MO, USA), which allows the application of different operative conditions in a controlled environment.
In Situ Measurement of U-Value
Investigated Buildings
The measurement campaigns were conducted on the external walls of six apartment houses located in the central region of Korea from 31 January 2016 to 26 February 2016 The north-facing walls of each building were chosen for the test to minimize possible solar influence. The selection of these six buildings was made on the basis of different operational periods after construction in order to analyze the changes in thermal transmittances and the difference in results obtained by different analysis methods due to aging of the building components. The main features of the investigated buildings are listed in Table 1 . 
In Situ Measurement of -Value
Investigated Buildings
The measurement campaigns were conducted on the external walls of six apartment houses located in the central region of Korea from 31 January 2016 to 26 February 2016 The north-facing walls of each building were chosen for the test to minimize possible solar influence. The selection of these six buildings was made on the basis of different operational periods after construction in order to analyze the changes in thermal transmittances and the difference in results obtained by different analysis methods due to aging of the building components. The main features of the investigated buildings are listed in Table 1 .
In particular, the wall characteristics, construction year, and the calculated -values according to ISO 6946 [23] are listed for each building. Information on the building materials for each building was obtained from the corresponding design documents. The test walls were made of gypsum board with a thickness of 10-12 mm, insulation with a thickness of 70-105 mm, and concrete with thickness of 180-200 mm. These configurations are representative of the construction solution techniques found in the Korean residential building stock. It can be observed that the thickness of the insulation and concrete increase with the strengthening of national energy regulations related to building insulation performance. 
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Measurement Procedure
Measurements of the in situ -value utilizing the HFM method were performed in compliance with the ISO 9869-1 standard [3] : (i) the measurements have to be undertaken for at least 72 h with the difference between internal and external temperatures being equal or greater than 10 °C; (ii) the recording interval should be less than 0.5 h. For each of the six north-facing external walls, the temperature and heat flow measurements were conducted over 5 days between 31 January and 26 In particular, the wall characteristics, construction year, and the calculated U DESIGN -values according to ISO 6946 [23] are listed for each building. Information on the building materials for each building was obtained from the corresponding design documents. The test walls were made of gypsum board with a thickness of 10-12 mm, insulation with a thickness of 70-105 mm, and concrete with thickness of 180-200 mm. These configurations are representative of the construction solution techniques found in the Korean residential building stock. It can be observed that the thickness of the insulation and concrete increase with the strengthening of national energy regulations related to building insulation performance.
Measurements of the in situ U-value utilizing the HFM method were performed in compliance with the ISO 9869-1 standard [3] : (i) the measurements have to be undertaken for at least 72 h with the difference between internal and external temperatures being equal or greater than 10 • C; (ii) the recording interval should be less than 0.5 h. For each of the six north-facing external walls, the temperature and heat flow measurements were conducted over 5 days between 31 January and 26 February 2016, and the data was logged in intervals of 10 min. During the measurement period, each dwelling was heated between average temperatures of 18.28 • C and 21.08 • C by means of the under-floor heating system depending on the homeowners' individual needs, thereby reflecting the living conditions. The test walls were exposed to the local outdoor weather conditions in the central region of Korea with average air temperature of −0.16 • C. Therefore, the difference between the indoor and outdoor average temperatures during the measurement was considerably greater than 10 • C, possibly resulting in a more precise result.
The in situ U-value of the test walls was measured by means of a heat flowmeter (Testo 435, Testo AG, Lenzkirch, Germany) with two temperature sensors. The heat flux sensor (Testo 0600 1635, Testo AG, Lenzkirch, Germany) had a sensitivity of 64.05 µV/(W/m 2 ), a working temperature range between −20 • C to +50 • C, and an expected accuracy of ±5%. The indoor and outdoor air temperatures were measured by an in-built temperature sensor and by a temperature probe (Testo 0602 5792, Testo AG, Lenzkirch, Germany) with an accuracy of ±0.3 • C, respectively.
A heat flux sensor was installed on the interior surface of the test wall of each dwelling after identifying the best position via an infrared camera. This infrared screening can aid in the positioning of the heat flow sensor at a suitable location to represent the thermal performance of the test wall without being disturbed by thermal anomalies such as thermal bridges. The external temperature sensor to measure the outdoor air temperature adjacent was applied to the north-facing wall away from direct solar radiation.
The measurements of the in situ U-value by means of the IRT method were carried out under the appropriate environmental conditions satisfying the various constraints indicated in the literature. In order to avoid direct solar radiation and the effects of thermal inertia and to achieve a quasi-steady-state condition, the measurements were conducted between 1:00 and 3:00 am, ensuring a difference of at least 10 • C between indoor and outdoor air temperatures and a wind speed less than 1 m/s. Although the measurements in this study were performed about 1-2 h earlier than the best period recommended in the previous researches [17, 18] , is was considered sufficient to minimize the influence of solar radiation. The wind speed was measured using a hot-wire anemometer (Testo 0635 1543, Testo AG, Lenzkirch, Germany) with a measurement range of 0 to 20 m/s and an accuracy of ±0.03 m/s at a distance of 0.1 m from the test wall.
The reflected temperature and wall emissivity required to calculate the U-value of the test wall were measured using the infrared camera. First, the reflected temperature was measured in accordance with the ASTM E 1862-97 standard [33] , using a highly reflective surface such as aluminum foil. With the infrared camera emissivity set to 1, the reflected temperature was obtained as the average temperature of the crumpled aluminum foil fixed on the surface of the test wall. As a second important parameter, the test wall emissivity, was measured in accordance with the ASTM E 1933-99 standard [34] Energies 2017, 10, 1019 9 of 22 using a black adhesive tape with known emissivity. The wall spectral emissivity could be obtained by adjusting the emissivity of the infrared camera such that the temperature of the measured surface matched the temperature of the black tape. These measurements were conducted after a sufficient time interval to ensure that the aluminum foil and black tape reached the temperature of the test wall. The emissivity of the black adhesive tape (Temflex 1711, 3M, Taiwan) used in this study was 0.856 in the wavelength range of 5 to 20 µm, which was measured at a temperature of 40 • C using an FT-IR spectrometer ( MIDAC, M2400-C, Boston, MA, USA).
The thermal images were acquired by a FLIR T620 infrared camera (FLIR systems, Portland, OR, USA) with a spectral range of 7.5 to 14 µm and resolution of 640 × 480 pixels. The camera's noise equivalent temperature difference was lower than 0.04 • C at 30 • C. The post-processing of the thermal images was performed with the FLIR Tools package (version 8.5, FLIR systems, Portland, OR, USA). As an example, Figure 2 shows the visible and infrared images utilized to evaluate the average surface temperature of the test wall. time interval to ensure that the aluminum foil and black tape reached the temperature of the test wall. The emissivity of the black adhesive tape (Temflex 1711, 3M, Taiwan) used in this study was 0.856 in the wavelength range of 5 to 20 μm, which was measured at a temperature of 40 °C using an FT-IR spectrometer ( MIDAC, M2400-C, Boston, MA, USA). The thermal images were acquired by a FLIR T620 infrared camera (FLIR systems, Portland, OR, USA) with a spectral range of 7.5 to 14 μm and resolution of 640 × 480 pixels. The camera's noise equivalent temperature difference was lower than 0.04 °C at 30 °C. The post-processing of the thermal images was performed with the FLIR Tools package (version 8.5, FLIR systems, Portland, OR, USA). As an example, Figure 2 shows the visible and infrared images utilized to evaluate the average surface temperature of the test wall. 
Results and Analysis
-Value Obtained with Progressive Average Method
In situ -values were estimated every 10 min based on the measurement campaign of 120 h for each case using the progressive average method as detailed in Section 2.2. Figure 3 shows the measured air temperatures and heat flux for the six cases. We note from the figure that the exterior air temperature for the whole monitoring period fluctuates in the range from −9.75 °C to 10.68 °C, while the interior air temperatures for each dwelling 
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Meanwhile, the deviation width corresponding to ±5% of the final U PAM -value for Case 1 is 0.048 W/m 2 ·K, which is about 76.6% larger than the deviation width of 0.027 W/m 2 ·K for Case 6. In the non-steady state, the fluctuation of a less insulated wall is greater than one of a more insulated wall, but this fluctuation is largely offset by averaging the heat flux and temperature difference for the entire measurement period. Therefore, we found that a longer measurement time is required for a high-thermal-insulation wall. Table 2 also lists the comparison between the U DESIGN -values and the U PAM -values together with their percentage deviations. The percentage deviations of the six cases range from −2.42% to 11.89%, which ranges are smaller than those reported in previous studies [5] [6] [7] . In particular, it can be clearly observed that the deviation between the calculated and measured U-values is smaller for recently constructed buildings. Meanwhile, the overall uncertainties of the in situ U-value measurements were the lowest at 6.98% in Case 1 and the highest at 14.75% in Case 2, and the maximum difference between the uncertainties of each case was up to 7.7%, which was not significant and occurred due to the high temperature difference across the test wall. These overall uncertainties in all the six cases lie within the range of 14% to 28% that is generally recommended by ISO 9869-1 [3] . Figure 5 and Table 3 summarize the evolution of the U AMSE -values corrected by the thermal storage effect and the comparison between the U DESIGN -values and U AMSE -values, respectively. In this study, the measured heat flux was corrected with respect to different analysis periods of 2 days, 3 days, and 4 days, which could provide corrected values of at least 1 day.
U-Value Corrected by Application of Thermal Storage Effect
For all six cases, the U AMSE -values and the U PAM -values are very similar at the end of the measurement. From Figure 5 , it can also be observed that the fluctuation of the U AMSE -values is smaller than that of the U PAM -values, and this effect becomes increasingly significant as the analysis period to apply the thermal storage effect increases. For example, in Case 2, the standard deviation of the U PAM -value is 0.160 for 5 days, whereas the standard deviations of U AMSE -values with different periods are 0.036 for 2 days, 0.015 for 3 days, and 0.006 for 4 days. Therefore, as per ISO 9869-1 [3] , we found that the measurement period could be shortened when the in situ U-value is analyzed by applying this correction procedure.
In addition, from Table 3 , similar to the cases analyzed in Section 4.1, we note that the percentage deviations between the U DESIGN -values and the U AMSE -values decrease for the recently constructed buildings. Therefore, from the field measurements, it can be concluded that the thermal performance of the building wall gradually deteriorates due to the material degradation resulting from the aging of building. It is necessary to make various efforts towards achieving energy efficiency of the existing building wall. In this study, the measured heat flux progression on the interior surface was utilized for this purpose. Therefore, the software LORD could identify the parameters to minimize the sum of the squares of the deviations between the calculated and measured heat fluxes, and subsequently, the -values were derived. Figure 6 shows the measured and predicted heat fluxes together with the residuals. It can be observed that the predicted heat fluxes are in good agreement with the measured heat fluxes. Figure 7 Figure 7b , we note that in all cases, the deviations are less than 3% regardless of building aging. Therefore, it can be concluded that the dynamic method can determine the in situ -value to a reasonable level of accuracy. In addition, the -values were found to be higher by 10.38% for Case 2 (building constructed in 1995 and higher by 1.20% for Case 6 (building constructed in 2014) in comparison with the corresponding -values. These results are 
U-Value Obtained with Dynamic Method
The dynamic method for evaluating in-situ measured data involves the use of the LORD software package [26] [27] [28] 35 ,36], which allows the modeling and identification of thermal systems. In order to identify the parameters of the defined thermal network, such as thermal conductances and capacitances, the temperatures and heat flux at the boundary nodes of the network should be measured, and the temperature or the heat flux at one of these nodes needs to be selected as the output variable for comparison with the corresponding calculated parameter.
In this study, the measured heat flux progression on the interior surface was utilized for this purpose. Therefore, the software LORD could identify the parameters to minimize the sum of the squares of the deviations between the calculated and measured heat fluxes, and subsequently, the U DYN AMIC -values were derived. Figure 6 shows the measured and predicted heat fluxes together Figure 7b , we note that in all cases, the deviations are less than 3% regardless of building aging. Therefore, it can be concluded that the dynamic method can determine the in situ U-value to a reasonable level of accuracy. In addition, the U DYN AMIC -values were found to be higher by 10.38% for Case 2 (building constructed in 1995 and higher by 1.20% for Case 6 (building constructed in 2014) in comparison with the corresponding U DESIGN -values. These results are consistent with the fact that the mismatch between the measured and calculated U-values is smaller for recent buildings, as analyzed previously. 
U-Value Obtained with Infrared Thermography Method
In this section, we examine the U IRT -values obtained with the IRT method with the four different equations described in Section 2.3. These results are compared with the corresponding U DESIGN -values. In Equations (9) and (10), the convective coefficient h c is given by 3.8054 × v e and the wall emissivity ε v in the wavelength range of the infrared camera is used instead of the emissivity across the entire spectrum. Table 4 lists the U IRT -values calculated using Equations (9)- (12) together with the parameters required for the equations. The infrared thermographic surveys were performed between 1:00 and 3:00 am on days with an overcast sky in order to minimize the influence of solar radiation and radiative heat losses to the sky [17, 18] . From Table 4 , it can be inferred that the local wind speed in the vicinity of the test building wall was less than 0.2 m/s and the difference between indoor and outdoor air temperatures was greater than~20 • C during the survey. It is necessary that these conditions be satisfied in order to obtain accurate results and minimize errors arising from any instability. 
-Value Obtained with Infrared Thermography Method
In this section, we examine the -values obtained with the IRT method with the four different equations described in Section 2.3. These results are compared with the corresponding -values. In Equations (9) and (10), the convective coefficient hc is given by 3.8054 × ve and the wall emissivity in the wavelength range of the infrared camera is used instead of the emissivity across the entire spectrum. Table 4 lists the -values calculated using Equations (9)- (12) together with the parameters required for the equations. The infrared thermographic surveys were performed between 1:00 and 3:00 am on days with an overcast sky in order to minimize the influence of solar radiation and radiative heat losses to the sky [17, 18] . From Table 4 , it can be inferred that the local wind speed in the vicinity of the test building wall was less than 0.2 m/s and the difference between indoor and outdoor air temperatures was greater than ~20 °C during the survey. It is necessary that these conditions be satisfied in order to obtain accurate results and minimize errors arising from any instability. Figure 8a shows the -values determined through the IRT method; we note that the -values differ according to the four different equations. In all the cases investigated,
. (9) and (10) Since these four procedures use parameters such as the wall surface temperature, reflected temperature, wall emissivity, and wind speed acquired by instantaneous measurements, some errors arising by not considering the thermal storage effect of the wall may occur. In order to quickly as well as accurately evaluate the in situ -value using the quantitative IRT method, further studies are necessary to analysis the influence of these parameters on the results. Since these four procedures use parameters such as the wall surface temperature, reflected temperature, wall emissivity, and wind speed acquired by instantaneous measurements, some errors arising by not considering the thermal storage effect of the wall may occur. In order to quickly as well as accurately evaluate the in situ U-value using the quantitative IRT method, further studies are necessary to analysis the influence of these parameters on the results.
( ) -values and .( ) -values estimated by Equations
The percentage deviations with respect to the U DESIGN -values are shown in Figure 8b . The U IRT -values calculated with Equations (9)- (11) 
Comparison of Different U-Value Evaluation Methods
Thus far, the results estimated by various evaluation methods such as the calculation method, progressive average method, average method with application of the thermal storage effect, dynamic method, and infrared thermography method have been individually analyzed in each corresponding section. In this section, the U-values obtained by these various methods are synthetically compared and evaluated for the six investigated cases with similar materials and identical stratigraphies but with different permission and construction years.
As in most countries in the world, the Korean government has been continuously enhancing the thermal performance of building facades by framing and improving regulations and laws. In terms of figures, the limits of the U-value for vertical opaque walls for the central region of Korea was maintained at 0.467 W/m 2 ·K until December 2000, but was reduced to 0.350 W/m 2 ·K in January 2001 and then further reduced to 0.270 W/m 2 ·K in November 2011. From Figure 9 , it can be clearly observed that the U-values obtained from on-site measurements for the walls constructed long ago are higher than the corresponding design U-values. Based on the U PAM -values obtained by the progressive average method, which is widely used as a reference method, the mean U PAM -values corresponding to Cases 1 to 3 (buildings constructed before 2001) were about 0.177 W/m 2 ·K (61.7%) higher than the corresponding ones of Cases 4 to 6 (buildings constructed after 2009). Even the U PAM -values of Case 1 and Case 2 exceed the legal limit at the time of construction and are 75.9% and 77.6% higher than the current one, respectively. Therefore, it can be argued that the in situ measurements should be continually performed in order to obtain information on the degradation of thermal performance and to plan the energy refurbishment of the existing building.
Unlike the other five cases, the U DESIGN -value of Case 6 (building constructed in 2014) barely meets the legal standards. In order to satisfy the legal limit by a wide margin, we generally require thicker insulation materials, which leads to reduction in the effective floor area of the building and increase in the construction cost. Although further investigations on recently constructed buildings are needed, it is believed that the construction companies have recently built buildings with a level that barely meets the stricter standards. Therefore, these buildings, such as the one in Case 6, are expected to show a rapid deterioration in thermal performance in the future; further in situ thermal transmittance evaluations may be required.
From Figure 10 , we note that when compared with the U PAM -values obtained by the progressive average method, the percentage absolute deviations of the U AMSE -values for the average method considering the thermal storage effect and the U DYN AMIC -value for the dynamic method are found to be fairly accurate, being within 10%. Therefore, these two methods can be utilized for short measurement periods although the difference between indoor and outdoor air temperatures should be equal to or greater than 10 • C. On the other hand, the percentage absolute deviations between the U PAM -values for the HFM method and U IRT -values for the IRT method are in the range of 6-43% for the six cases investigated here. These relatively large deviations are due to differences in the measurement methods. While the progressive average method, average method considering the thermal storage effect, and dynamic method ensure steady-state conditions and consider the storage effect caused by thermal mass in each specific way from the measurement period of at least 72 h, the IRT method that involves instantaneous measurements cannot take into account the effects of thermal inertia and the heat capacity of the wall. We believe that more extensive studies are required on improving the accuracy of in situ thermal transmittance evaluation using the IRT method.
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Conclusions
In this study, after a presenting a brief review on the various methods that may be used for evaluating in situ -value of an external building wall by HFM and IRT measurements, we compared the results of these methods as well as the design -values obtained by the calculation method, normalized by ISO 6946. In order to analyze the discrepancy between the designed and measured -values arising from material deterioration and errors of the analysis method, we selected six residential buildings with similar materials and identical stratigraphies but with different construction years. For each of the six north-facing external walls, HFM measurements were conducted in winter over five days with an average temperature difference of at least 17 °C between the indoor and outdoor environments, and the data were acquired every 10 min. In order to obtain the correct -value of the test wall under quasi-steady-state conditions, IRT measurements were carried out between 1:00 and 3:00 am, with a temperature difference of at least 20 °C across the test walls and a wind speed <0.2 m/s. 
In this study, after a presenting a brief review on the various methods that may be used for evaluating in situ U-value of an external building wall by HFM and IRT measurements, we compared the results of these methods as well as the design U-values obtained by the calculation method, normalized by ISO 6946. In order to analyze the discrepancy between the designed and measured U-values arising from material deterioration and errors of the analysis method, we selected six residential buildings with similar materials and identical stratigraphies but with different construction years. For each of the six north-facing external walls, HFM measurements were conducted in winter over five days with an average temperature difference of at least 17 • C between the indoor and outdoor environments, and the data were acquired every 10 min. In order to obtain the correct U-value of the test wall under quasi-steady-state conditions, IRT measurements were carried out between 1:00 and 3:00 a.m., with a temperature difference of at least 20 • C across the test walls and a wind speed <0.2 m/s.
Our results show that for the U-values obtained with the progressive average method, the older is the building, the higher is discrepancy between the measured and designed U-values. For example, the in situ U-value of a test wall (Case 1) constructed 30 years ago not only exceeds the legal limit at that time but is also about 76% higher than the current one. This indicates that on-site measurements for evaluating in situ U-value should be continually performed in order to acquire information on the degradation of thermal performance and to plan the energy refurbishment of the existing building.
When compared with the U-values obtained by the progressive average method, the percentage absolute deviations of the U-values for the average method considering the thermal storage effect and the U-values for the dynamic method are found to be satisfactorily accurate, being within 10%. Therefore, it is considered that these methods may shorten the on-site measurement period. However, further studies are needed on the extent to which these two methods can shorten the measurement period and which environmental conditions should be met.
On the other hand, the percentage absolute deviation between the U-values obtained by the progressive average method and the four different formulas of the IRT method are found to be in the range of 6% to 43%. These relatively large deviations are considered to be due to the fact that different parameters are used in the equations and that thermal storage effect is not reflected. Therefore, our results indicate that more extensive researches are needed to improve the accuracy of the in situ thermal transmittance evaluation using the infrared thermography method. In particular, it is necessary to fully characterize the influence of various parameters on the obtained results through continuous infrared thermographic survey over a long period in a controlled laboratory environment as well as in an unpredictable actual environment. Author Contributions: All authors performed the measurement and wrote the paper together.
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